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ENVIRONMENTAL PROTECTION AGENCY ACT 1992 AS AMENDED

INDUSTRIAL EMISSIONS TICENCE

Decísion of Agency, under section 90(2) of the EPA Act 1992 as amended in respect of
licence.

Reference number in Register of licences: PLLL3-O2

Further to notice dated 28 March 2025, the Agency in exercise of the powers conferred

on it by the Environmental Protection Agency Act L992 as amended, for the reasons

hereinafter set out, hereby grants an lndustrial Emissions review licence to Echelon

Clondalkin DC Services Limited, Lst Floor, Silverstone House, Ballymoss Road, Sandyford

Business Park, Dublin 18, CRO number 706392,

to carry on the following activity

2.L Combustion of fuels in installations with a total rated thermal input
of 50 MW or more,

at Crag Avenue, Clondalkin lndustrial Estate, Dublin 22, subject to the conditions as set

out.

GIVEN under the Seal of the Agency on this the 22nd day of
June 2026.

PRESENT when the seal of the Agency

was affixed hereto:

-
ñ,* 4"tr,-,

Tara Gillen , xffiorisedlPerson I
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Enviro n me nto I Protect¡o n Age ncy Licence Reg. No. P1113-02

lntroduction

This introduction is not part of this licence, and does not purport to be a legal interpretation of th¡s licence.

This licence is for the operation of an installation, which will consist of an Energy Centre (EC) and 4 no. two-storey

information and communication technology facility (ICIF) buildings, with associated infrastructure. The EC will

consist of a natural gas-fired power plant of 10 no. gas turbines, ranging from 42 to 46 MW¡' in size, with 8 no. 29 m

high stacks, and 2 no. 15 m high stacks. The installation will also include 2t no.5.4 MWtn back-up generators for the

ICTF buildings, and 6 no. 5.9 MWth Black Start generators for the cold start of the gas turbines.

The primary fuel source for the EC is natural gas, with diesel or hydrotreated vegetable oil (HVO) used as an

alternative fuel source. The back-up generators have dual-fuelfunctionality and will operate on diesel and/or HVO.

The licensed activity falls under the following category of Annex I of the lndustrial Emissions Directive:

L.L Combustion of fuels Ìn installations with a total rated thermal input of 50MW or more.

This licence sets out in detail the conditions under which Echelon Clondalkin DC Services Limited will operate and

manage this insta llation.

lntroduction
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Glossary of Terms

All terms in this licence should be interpreted in accordance with the definitions in the Environmental Protection

Agency Act 1992 as amended, unless otherwise defined in the glossary.

Forthe purpose of this licence, an accident means an unplanned eventthat may result in

pollution.

Adequate lighting , 20 lux measured at ground level

Accident
i

l

, AER Annual Environmental Report.

Environmental Protection Agency Office of Environmenta

Mo idance Note 21202L, as may be amend

Approval ¡n writing or electronically.

AG2

Approval

Annually

Application

Appropriate facility

All or part of a period of 12 consecutive months

The application by the licensee for this licence.

A waste management facility or installation duly authorised under relevant law and

technically suitable.

Attachment

BAT

BAT conclusions

Any reference to attachments in this licence refers to attachments submitted as part of
this licence application.

Best Available Techniques (BAT), described in the Commission lmplementing Decision

(CtD) 2021/2326 o130 Novembe r 2027 establishing best available techniques (BAT)

conclusions for the Large Combustion Plants under Directive 2O1O/75/EU of the European

Parliament and of the Council. Reference to BAT numbers in the conditions of this licence

are references to the BAT Conclusions according to how they are numbered in the
aforementioned ClD.

A document containing the parts of a BAT reference document laying down the

conclusions on best available techniques, their description, information to assess their
applicability, the emission levels associated with the best available techniques, associated

monitoring, associated consumption levels and, where appropriate, relevant site

remediation measures.

A document drawn up by the Commission of the European Union in accordance with
Art¡cle 13 of the lndustrial Emissions Directive, resulting from the exchange of information
in accordance with thatArticle of that Directive and describing, in particular, applied

techniques, present emissions and consumption levels, techniques considered for the
determination of best available techniques as well as BAT conclusions and any emerging

tech niques.

At approximately six-monthly intervals

BAT reference
document

Biannually

Biennially Once every two years

I S-day Biochemical Oxygen Demand (without nitrification suppression).BOD

CCGT I Combined Cycle Gas Turbine.

CEN r Comité Européen De Normalisation - European Committee for Standardisation

coD Chemical Oxygen Demand

, Combustion plant Any technical apparatus in which fuels are oxidised in orderto use the heatthus
erated

Combustion unit lndividual combustion plant.
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Containment boom I A boom that can contain spillages and prevent them from entering drains or watercourses

r from further contaminating watercoursesio
Continuous
measurement

Measurement using an automated measuring system permanently installed on-site.

, CRO Number Company Register Number

lyDai During all days of plant operation and, in the case of emissions, when emissions are taking
place; with at least one measurement on any one day.

Average over a period of 24-hours of valid hourly averages obtained by continuous

measurements.
ly average

Day Any 24-hour period

Daytime

dB(A)

DO

i Docume ntation

07:00 hrs to 19:00 hrs

; Decibels (A weighted).

r Dissolved oxygen

Any report, record, results, data, drawing, proposal, interpretation or other document in

written or electronic form which is required by this licence.

Emission limits

Drawing

EMP

EMS

Any reference to a drawing or drawing number means a drawing or drawing number

contained in the application, unless otherwise specified in this licence.

Those limits, including concentration limits and deposition rates, established in Schedule

B: Emission Limits and Monitoring, of this licence.

Environmenta I Management Programme.

Environmental Management System. The aspect of the orga nisation's overall
i management structure that addresses immediate and long-term impacts of its products,

services and processes on the environment.

End user Agreement An agreement between the licensee and Uisce Éireann, which provides for the contractual

conditions and arrangements (outside the terms and conditions set out in this licence)

relating to the acceptance of, and treatment by, Uisce Éireann of the licensee's trade

effluent and wastewater

Environmental
damage

As defined in Directive 2004/35/EC of the European Parliament and of the Council of 21'

April 2004 on environmental liability with regard to the prevention and remedying of
environmenta I damage [2004].

i Environmental Protection Agency
:.._ _

EPA

EPA Act 1992 as

amended

Evening time 19:00 hrs to 23:00 hrs

Environmental Protection Agency Act L992 as amended

Facility Any site or premises used for the purpose of the recovery or disposal of waste.

Fortnightly A minimum of 24-times per year, at approximately two-week intervals.

Non-channelled emissions which can result from 'area' sources (e.g. tanks) or 'point'
sources (e.g. pipe flanges).

Any petroleum-derived liquid fuel falling within CN code 2710 79 25,277019 29,2710 79

47 ,271:0 t9 48,27t0 2O t7 or 2770 20 19. Or any petroleum-derived liquid fuel of which

less than 65 vol-% (including losses) distils at 250 "C and of which at least 85 vol-%

(including losses) distils at 350 "C by the ASTM D86 method.

I Fugitive emissions

Gas oil

2
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GC/MS

Groundwater

ha

Licence Reg. No. P1113-02

Gas chromatography/mass spectroscopy

Has the meaning assigned to ¡t by Regulation 3 of the European Communities

: Env¡ronmental Objectives (Groundwater) Regulations 2010, Sl 9/2010 as amended.

Hazardous
substances

Heavy metals

Hectare

Substances or mixtures as defined in Article 3 of Regulation (EC) No. 1272/2008 of the
: European Parliament and of the Council of 16 December 2008 on classification, labelling

r and packaging of substances and mixtures.

HFO

This term is to be interpreted as set out in'Parameters of Water Quality, lnterpretqtion
: and Stondords'published by the Agency in 2001. ISBN 1- 84095-015-3.

Heavy Fuel Oil as defined in Council Directive t999/32/EC of 26 April 1999 relating to a

reduction in the sulphur content of certain liquid fuels and amending Directive 93/72/EEC

[1999] and meeting the requirements of Sulphur Content of Heavy Fuel Oil, Gas Oil, and

Marine Fuels Regulations 2008, Sl 119/2008 as amended.

Hydrotreated vegetable o¡l

'-l

I HVO

IE

I lncident

Hourly average An hourly average is considered valid when there is no maintenance or malfunction of the
automated measuring system.

lndustrial Emissions

: The following constitutes an incident for the purposes of th¡s licence:

(a) an emergency,

, (b) any emission which does not comply with the requirements of this licence,

(c) any malfunction or breakdown of key environmental abatement, control or
monitoring equipment,

(d) any trigger level specified in this licence, which is attained or exceeded, and

any indication that environmental pollution has, or may have, taken place.

lndustrial Emissions , Directive 2OLO/75/EU of the European Parliament and of the Council of 24 November

Directive 10 on industrial emissions (integrated pollution prevention and control) (Recast).

lnstallat¡on A stationa ry technical unit or pla nt where the activity concerned referred to in the First

Schedule of EPA Act 1992 as amended is or will be carried on, and must be deemed to
include any directly associated activity, which has a technical connection with the activity

and is carried out on the site of the act¡vity.

lnstallation Manager The licensee or an authorised representative of the licensee with the appropriate seniority

and authority to ensure compliance with the licence.

(:)

K Kelvin.

lsscaKilopa. kPa

LAeq,T

TLAT,

This is the equivalent continuous sound level. lt is a type of average and is used to
describe a fluctuating noise in terms of a single noise level over the sample period (T).

The Rated Noise Level, equal to the Ltrsq during a specified time interval (T), plus specified

adjustments for tonal character and/or impulsiveness of the sound.

Large Combustion
Plant

, Combustion plant that comes within the scope of the European Union (Large Combustion

: elants) Regulations 2012, 51 566/2Ot2.

LCP CID
:2O2tl2326lEU

Commission lmplementing Decision of 2O2L/2326 of 30 November 202L establishing best

available techniques (BAT) conclusions, under Directive 2O1O/75/EU of the European

Parliament and of the Council, for large combustion pla nts.

3
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Iicensee

Licence No. P1113-02

Echelon Clondalkin DC Services Limited, 1"st Floor, Silverstone House, Ballymoss Road,

Sandyford Business Park, Dublin 18, CRO Number: 706392.

list of Wastes (LoW) A harmonised, non-exhaustive list of wastes drawn up by the European Commission and

published as Commission Decision 2014/955/EU as amended, by any subsequent

amendment published in the OfficialJournal of the European Community.

LocalAuthority South Dublin County Council

Maintain Keep in a fitstate, including regular inspection, servicing, calibration and repair, to
i perform its function adequately.

An emission limit value expressed as the maximum mass of a substance that can be

emitted per unit time.

Mass flow threshold , A mass flow rate above which a concentration limit applies.

A minimum of 12-times per year, at intervals of approximately one month.

Net Electrical Ratio between the net electricaloutput (electricity produced on the high-voltage side of 
r

: Efficiency I the main transformer minus the imported energy - e.g. for auxiliary systems'

consumption) and the fuelfeedstock energy input (as the fuel/feedstock lower heating
value at the combustion unit bounda over a iven period of time.

Nighttime 23:00 hrs to 07:00 hrs.

' Mass flow limit
!

Monthly

Noise-sensitive

location (NSL)

Any dwelling house, hotel or hostel, health building, educational establishment, place of
worship or entertainment, or any other installation or area of high amen¡ty which for its
proper enjoyment requires the absence of noise at nuisance levels.

Open Cycle Gas Turbine
i 

ocGT

: Oil separator

Operated hours

OTNOC

installed according to the lnternational Standard l.S. EN 8

system for light liquids, (e.g. oil and petrol)- Part 2: Selection of
I operation and maintenance).

58-2:2003 (Separator 
l

normal size, installation,

Periodic
measurement

' The time, expressed in hours, during which a combustion plant, in whole or in part, is

; operating and discharging emissions into the air, excluding start- up and shut- down
riods

her than normal operating conditions.

Determination of a measurand (a particular quantity subject to measurement) at specified

time intervals.

Potential emissions Emissions which take place only under abnormal operating conditions. Examples include

emissions from overpressure valves, bursting discs, and emergency generators.

Quarterly

I pnrR

Relevant Hazardous
Substances

: Pollutant Release and Transfer Register

All or part of a period of three consecutive months beginning on the first day of January,

April, July, or October.

Those substances or mixtures defined within Article 3 of Regulation (EC) No. 7272/2OO8

on the classification, labelling and packaging of substances and mixtures (CLP Regulation)

which, as a result of their hazardousness, mobility, persistence and biodegradability (as

well as other characteristics), are capable of contaminating soil or groundwater and are

used, produced and/or released bythe installation.
:

I SpecialArea of Conservation designated underthe Habitats Directive, Council Directive

' 92/43/EEC of 2L May 1992 on the conservation of natural habitats and of wild fauna and
, flora.

sAc

4
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)Sample(s Unless the context of th¡s licence indicates to the contrary, the term samples must ¡nclude .

measurements taken by electronic instruments.

, San¡tary effluent Waste water from installation toilet, washroom and canteen facilities.
I

: Start-up and shut-

' down period

soP

The time period of plant operation as determined pursuant to the provisions of
Commission lmplementing Decision of 7 May 2012 concerning the determination of start-

up and shut-down periods for the purposes of Directive 2O\O/75/EU of the European

Parliament and of the Council on industrial emissions hereafter referred to as Commission

ntin Decision of 7th M 2072

The top layer of the Earth's crust situated between the bedrock and the surface. The soil is

composed of mineral particles, organic matter, water, air and living organisms.

Standard Operating Procedure

SPA Special Protection Area designated under Directive 2OO9/147lEC of the European

Parliament and of the Council of 30 November 2009 on the conservation of wild birds

(Birds Directive).

Specified emissions Those emissions listed in Schedule B: Emission Limits and Monitoring, of this licence.

method A National, European or internationally recognised procedure (e.g. l.S. EN, lSO, CEN, BS or
equivalent); or an in-house documented procedure based on the above references; a

procedure as detailed in the current edition of Standard Methods for the Examination of
Water and Wastewater' (prepared and published jointly by A.P.H.A., A.W.W.A. & W.E.F.),

American Public Health Association, 1015 Fifteenth Street, N.W., Washington DC 20005,

USA; or an alternative method as approved by the Agency.

Storm water Rainwater run-offfrom roof and non-process areas

' TheAgency ' Environmental Protection Agency

' TOC Total organic carbon

effluent Trade effluent has the meaning given in the Water Services Act2OOT

Trigger level A parameter value, the achievement or exceedance of which requires certain actions to be

taken by the licensee.

Uisce Éireann Uisce Éireann, Colvill House, 24/26Talbot Street, Dublin 1

the

Waste Any substance or object which the holder discards or intends or is required to discard.

South Dublin County Council.

During all weeks of plant operation and, in the case of emissions, when emissions are

taking place; with at least one measurement in any one week.

Waste water treatment plant.

Average over a period of one year of valid hourly averages obtained by continuous

measurements.

Water Services
i Authority

; Weekly

WWTP

5
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Decision and Reasons for the Decision

The Environmental Protection Agency is satisfied, on the basis of the information available, that subject to

compliance with the conditions of this licence, any emissions from the activity will comply with and will not

contravene any of the requirements of section 83(5) of the Environmental Protection Agency Act 1992 as amended.

The Agency has applied the Commission lmplementing Decision of 30 November 202L establishing Best Available

Techniques (BAT) Conclusions, under Directive 2O1O/75/EU of the European Parliament and of the Council, for large

Combustion Plants as a reference when setting licence conditions.

The Agency has accordingly decided to grant a licence to Echelon Clondalkin DC Services Limited to carry on the

activity listed in Part I Schedule of Activities Licensed, subject to the condit¡ons set out in Pørf lll Conditions; such

licence to take effect in lieu of Licence Register Number: P1113-01-.

ln reaching this decision the Agency has considered the existing licence, Register Number: P1113-0L, the application,

Register Number: PI1.L3-O2 and the supporting documentation received from the applicant, the consent received

from Uisce Éireann under section 99E of the EPA Act 1992, as amended, the submissions received, the lnspector's

Report dated 26 March 2025, the proposed determination dated 28 March 2025,the objection received from a third
party, the submission on the objection received from the applicant, the Technical Committee Report dated 08

October 2O25 on the objection to the proposed determination and the related submission on objection, the

Addendum to the Technical Committee Report dated 14 October 2025,the Regulation 28 response received from

the Applicant on 29 April 2026, the submission on the Regulation 28 response from a third party received on L9 May

2026,the Addendum to the TechnicalCommittee Report dated 4 June2026 and has carried out an Environmental

lmpact Assessment (ElA) and an Appropriate Assessment Screening of the likely significant effects of the activity on

European Sites. The Agency considered section L5(1) of the Climate Action and Low Carbon Development Act 2015

(as amended) ("the Climate Act") and is satisfied that in reaching a decision to grant the licence has performed its

functions, insofar as practicable, in a manner consistent with the matters set out at (a) - (e) therein, including the

Climate Action Plan 2025. ln this regard, the Agency is aware of the recent caselaw concerning Section 15 of the

Climate Act, and in particular notes that in Coolglass Wind Farm Limited v An Bord Pleanála 12026l IESC 5, the

Supreme Court reached the conclusion that Section 15(1) of the Cl¡mate Act does not expand the existing functions

of a relevant body or create new functions. lt operates as a "climate sense check" and applies to the existing

functions of all relevant bodies, obliging such bodies to exercise those functions consistently with the climate

objectives insofar as practicable. Considering this, the Agency agrees with and adopts the assessment, rationale and

the climate assessment conclusion contained in the Addendum to the Technical Committee Report on Licence

application Pt1-1-3-O2, dated 04 June 2026, and in particular notes that the current energy configuration of the

installation is transitional in nature, and ultimately the installation aims to be primarily powered by electricity from

the national grid. The Agency further has regard to the requirement for transition to alternative energy secured

through conditions of the licence.

It is considered that the lnspecto/s Report,the Technical Committee Report and Addenda, conta¡n a fair and

reasonable examination, evaluation and analysis of the likely significant effects of the activity on the environment,

and adequately and accurately identify, describe and assess those effects. The assessment as reported in those

documents is adopted as the assessment of the Agency. Having regard to this assessment, it is considered that the

activity, if managed, operated and controlled in accordance with this licence will not result in the contravention of
any relevant environmental quality standards or cause environmental pollution.

Having regard to the examinat¡on of environmental information in the lnspector's Report, and in particular to the

content of the Environmental lmpact Assessment Reports (ElARs), and supplementary information provided by the

licensee, and the submissions from authorities and third parties in the course of the application, it is considered that

the potential significant direct and indirect effects of the act¡v¡ty on the environment are as follows:

o Effects on air quality due to emissions to air from gas turbines and back-up generators, through combustion of

natural gas or gas oil or hydrotreated vegetable oil (HVO),

o Noise emissions associated with the operation of the installation,
6
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a

a

a

a

. Accidental emissions to air, surface water, ground or groundwater from fire, leaks or spillages,

¡ Storm water discharges to the Gallanstown Stream,

r Process waste waters discharging to Ringsend Wastewater Treatment Plant for treatment, and

¡ Effects on climate due to the release of COz emissions to air.

Having assessed those potential effects, the Agency has concluded as follows

Emissions to air will be mitigated through; operation of abatement, imposing emission limit values to comply

with ambient a¡r qual¡ty standards and to comply with the MCP Regulations, and implementing monitoring,

maintenance and control measures,

Noise emissions will be mitigated by imposing daytime, evening time and nighttime noise limits at noise-

sensitive locations, the requirement to prepare and implement a Noise Management Plan, and monitoring,

maintenance and control measures,

Accidental emissions to air, surface water, ground or groundwater from fire, leaks or spillages will be prevented

and mitigated through accident and emergency requirements, tank, container and drum storage requirements

and integrity testing of pipes, tanks and bunds,

Storm water discharges to the Gallanstown Stream will be mitigated through the requirement for Class I full

retention, Class I forecourt and Class I by-pass separators, attenuation tanks, and attenuation ponds on the

storm water drainage system, establishment and maintenance of trigger levels and a response programme to

address exceedances and visual inspection of storm water drains,

Process waste waters, which ultimately discharge to Ringsend Wastewater Treatment Plant, will be mitigated

through the requirement for a Class ll full retention interceptor, establishment of emission limit values and

monitoring requirements, and

Effects on climate due to release of COz emissions will be mitigated through the limitation on the combustion

plants (operating hour restrictions, loading variations for back-up generators and operating modes for gas

turbines), conditions relating to energy efficiency, and through the requirement to part¡cipate in the EU

Emissions Trading System (ETS).

Having regard to the effects (and interactions) identified, described and assessed throughout the lnspector's Report,

it is considered that the monitoring, mitigation and preventat¡ve measures proposed will enable the activity to

operate without causing environmental pollution, subject to compliance with this licence.

The conditions of this licence and the mitigation measures will significantly reduce the likelihood of accidental

emissions occurring and limit the environmental consequences of an accidental emission should one occur.

A screening for Appropriate Assessment was undertaken to assess, in view of best scientific knowledge and the

conservation objectives of the site, if the activity, individually or in combination with other plans or projects is likely

to have a significant effect on any European Site. ln this context, particular attention was paid to the European Sites

at Rye Water Valley/Carton SAC (001398), Glenasmole Valley SAC (001209), Wicklow Mountains SAC (002122), South

Dublin Bay SAC (000210), North Dublin Bay SAC (000206), KnocksinkWood SAC (000725), Red Bog, Kildare SAC

(000397), Baldoyle Bay SAC (000199), Malahide Estuary SAC (000205), Rockabillto Dalkey lsland SAC (003000),

Howth Head SAC (000202), Ballyman Glen SAC (000713), South Dublin Bay and River Tolka Estuary SPA (004024),

Wicklow Mountains SPA (004040), North Bull lsland SPA (004006), North-west lrish Sea SPA (004236), Poulaphouca

Reservoir SPA (004063), Baldoyle Bay SPA (004016), and Malahide Estuary SPA (004025).

The activity is not directly connected with or necessary to the management of any European Site and the Agency

considered, for the reasons set out below, that it can be excluded, on the basis of objective information, that the

activity, individually or in combination with other plans or projects, will have a significant effect on any European Site

and accordingly determined that an Appropriate Assessment of the activity was not required.

This determination has been made in light of the following reasons:

The installation is located in an industrial area and is not within a European Site,
7
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a

The nearest European Sites (Rye Water Valley/Carton SAC (001398) and Glenasmole Valley SAC (001209)) are

approximately 8 km from the installation. European Sites and their qualifying interests are considered to be

outside of the zone of influence of noise emissions arising at the installation,

There will be no direct process emissions to surface water, ground or groundwater. Domestic and process waste

water generated at the installation will be discharged to a foul sewer and will ultimately discharge to the

Ringsend Wastewater Treatment Plant,

Atmospheric dispersion modelling, as submitted by the applicant for NO", SOz, nitrogen and acid deposition,

indicates that the European Sites and their qualifying interests will not be adversely affected by air emissions

arising from the installation when running under normal or emergency operations. The modelling of potential for

cumulative impact of air emissions with nearby sites was not required as the nearby sites do not operate any

sources of the potential air pollutants relevant to the applicant site. Modelling results demonstrate that the

potential for most impacted European Site is South Dublin Bay and River Tolka Estuary SPA (004024), which is

approximately 11 km from the installation. Under normal operations the modelling assessment demonstrated a

NO" process contribution (including background levels) of 54% of the annual limit value and an SOz process

contribution (including background levels) of t5% of the annual limit value. Given the process contribution from

the installation to nitrogen deposition is less than 7% of lhe critical load for South Dublin Bay and River Tolka

Estuary SPA (5-10 kg/ha/yrl, the effect of nitrogen deposition on the SPA is not significant,

Given the nature and scale of emissions, it is considered that the activity in combination with other plans or

projects will not have a significant effect on European Sites.

8
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Part I Schedule of Activities Licensed

ln pursuance of the powers conferred on it by the Environmental Protection Agency Act L992 as amended, the

Agency hereby grants this revised lndustrlal Emissions licence (P1113-01) to:

Echelon Clondalkin DC Services Limited, 1st Floor, Silverstone House, Ballymoss Road, Sandyford Business Park,

Dublin L8, CRO Number:706392,

under section 90(2) of the said Act to carry on the following activity:

2.1 Combustion of fuels in installations with a total rated thermal input of 50 MW or more,

at Crag Avenue, Clondalkin lndustrial Estate, Dublin 22, subject to the following 12 Conditions, with the

reasons therefor and associated schedules attached thereto.

9
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Part ll Schedule of Act¡v¡ties Refused

None of the proposed activities as set out in this licence application have been refused.

10
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Part lll Conditions

Condition 1. Scope

L.t lndustrial Emissions Directive activities at this installation must be restricted to those listed and

described in Part t Schedule of Activ¡t¡es Licensed and must be as set out in the licence application or

as modified under Condit¡on 1.5 of th¡s licence and subject to the conditions of this licence.

1.2 The licensee must carry on the licensed act¡v¡ty in accordance with the limitations set out in Schedule

A: Limitations of this licence.

1.3 For the purposes of this licence, the installation authorised by this licence is the area of land outlined

in red on Drawing No. D1OEC-ARC-ZZ-ZZ-DR-A-0200 Rev: P03 (entitled EPA- Site Location Map) of the

application. Any reference in this licence to installation means the area thus outlined in colour red.

The licensed activity must be carried on only within the area outlined.

7.4 All activities which are directly associated with, and technically connected to the licensed activity,

whether operated by the licensee or by another party, must be subject to the conditions of this

licence, and the licensee must bear full responsibility for any breach of these conditions.

1.5 Alterationsandreconstructions

1.5.1 No alteration to, or reconstruction in respect of, the activity, or any part thereof, that

would, or is likely to, result in a material change or increase in:

(a) the nature or quant¡ty of any emission,

(b) the abatement, treatment or recovery systems,

(c) the range of processes to be carried out, or

(d) the fuels, raw materials, intermediates, products or wastes generated,

will be carried out or commenced without prior notice to, and without the approval of, the

Agency.

1,.5.2 No alteration to, or reconstruction in respect of, the activ¡ty, or any part thereof, that

would, or is likely to, result in any changes in:

(a) site management, or

(b) infrastructure or control with adverse environmental consequences,

will be carried out or commenced without prior notice to, and without the approval ol the

Agency.

1.6 The installation must be controlled, operated, and maintained, and emissions must take place, as set

out ¡n this licence.

L.7 All plans and programmes required to be carried out under the terms of this licence become part of

this licence.

1.8 This licence is for the purpose of licensing under the EPA Act L992 as amended only and nothing in

this licence must be construed as negating the licensee's statutory obligations or requirements under

any other enactments or regulations.
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1-.9 This licence has effect in lieu of the licence granted on 01 October 2020 (Register No. P1113-01)
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Condition 2. Management of the lnstallation

2.t lnstallation roles and responsibilities

2.7.L The licensee must employ a suitably qualified and experienced installation manager who

must be designated as the person in charge.

2.1.2 The installation manager or a nominated, suitably qualified and experienced deputy must

be present on the installation at alltimes during its operation or as otherwise required by

the Agency.

2.L.3 The licensee must ensure that personnel performing specifically assigned tasks must be

qualified on the basis of appropriate education, training and experience as required and

must be aware of the requirements of this licence.

2.t.4 The licensee must issue a copy of this licence to all relevant personnel whose duties relate

to any condition of this licence.

2.2 Environmental Management System (EMS)

2.2.t The licensee must maintain and implement an Environmental Management System (EMS),

within six months of the date of grant of this licence.

2.2.2 The EMS must be reviewed by senior management for suitability, adequacy and

effectiveness and updated on an annual basis.

2.2.3 The EMS must include the following elements, at a minimum:

(a) a statement of the commitment, leadership and accountability of
management, including senior management, for the implementation of

an effective EMS,

(b) an environmental policy, defined by management, that includes a

commitment to cont¡nuous improvement of the environmental

performance of the installation,

(c) management and reporting structure and responsibility for
environmental aspects, including for the planning and provision of
financial and human resources to manage and implement the EMS,

(d) an analysis of the organisation's regulatory and environmental

obligations, including the potential risks to the environment from the

activity,

(e) the procedures required by this licence, including procedures for:

(¡) ensuring compliance with environmental legislation,

(¡i) ensuring employee awareness of and involvement in complying

with environmental legislation, and

(iii) checking performance and developing performance indicators by

sectoral benchmarking on a regular basis, including for energy

efficiency,

(f) the schedules, plans, programmes, procedures, records and other such

documentation as listed in Condition 2 of this licence, and
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2.2.4

2.2.5

(g) any other items specified in this licence or by the Agency.

Schedule of Environmental Objectives and Targets

2.2.4.1 The licensee must maintain and implement a Schedule of Environmental

Objectives and Targets. The Schedule must provide for a review of all

operations and processes, as referred to in the conditions of this licence,

including an evaluation of practicable options for, at a minimum:

(a) energy and resource efficiency,

(b) the reduction in water consumption,

(c) the use of cleaner technology and cleaner production,

(d) increasing the use of solar power, sustainable biofuels, and other

renewable energy options on site,

(e) noise management,

(f) the prevention, reduction, and minimisation of waste, including waste

reduction targets,

(g) the impacts from eventual decommissioning of the installation,

(h) a monitoring and measurement programme, and

(¡) the reduction in emissions and improvement in dispersion of emissions

from the generations during maintenance, test¡ng, and operation.

2.2.4.2 The Schedule must include time frames for the achievement of set targets and

must address a five-year period at a minimum.

2.2.4.3 The Schedule must be reviewed annually and updated as necessary.

Environmental Management Programme (EMP)

2.2.5.L The licensee must maintain and implement an Environmental Management

Programme (EMP), for achieving the Schedule of Environmental Objectives

and Targets prepared under Condilion2.2.4 of this licence.

2.2.5.2 The EMP must include at a minimum:

(a) designation of responsibility for targets,

(b) the means by which they will be achieved, and

(c) the t¡me frames for achieving the targets.

2.2.5.3 The EMP must be reviewed annually and updated as necessary.

2.2.5.4 A report on the programme, including the success in meeting agreed targets

and an evaluation of non-conformities and associated corrective actions and

the potential for further non-conformities to occur must be prepared.

2.2.5.5 Such reports must be retained on-site for a period of not less than seven years

and must be available for inspection by authorised persons of the Agency.

The licensee must ma¡ntain and implement an environmental management documentation

system.
74
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2.2.7

2.2.8

2.2.9

2.2.t0

Corrective and preventive action

2.2.7.L The licensee must maintain and implement procedures to ensure that

corrective and preventative action is taken should the specified requirements

of th¡s licence not be fulfilled.

?.2.7.2 The responsibility and author¡ty for persons in¡tiating further investigation and

corrective and preventative action in the event of a reported breach, with the

conditions of this licence, must be defined.

2.2.7 .3 Where a breach of one or more of the conditions of this licence occurs, the

licensee must without delay take measures to:

(a) restore compliance with the conditions of this licence in the shortest

possible time, and

(b) initiate any feasible preventative act¡ons to prevent recurrence of the

breach.

2.2.7 .4 All corrective and preventative actions must be documented as part of the

environmental management documentation system.

lnternal audits

2.2.8.I The licensee must maintain and implement a programme of independent

internal audits of the EMS.

2.2.8.2 Such audits must be carried out at least once every three years.

2.2.8.3 The audit programme must determine whether or not the EMS is being

implemented and maintained properly, and in accordance with the

requirements of this licence.

2.2.8.4 Audit reports and records of the resultant corrective and preventative actions

must be maintained as part of the environmental management documentation

system.

Awareness and competence training

2.2.9.I The licensee must maintain and implement procedures for identifying training

needs, and for providing appropriate training, for all personnel whose work

can have an adverse effect upon the environment to ensure awareness and

competence in their work area.

2.2.9.2 Appropriate records of training must be maintained and available for
inspection at all reasonable times.

Public awareness and communications programme

2.2.LO.1 The licensee must maintain and implement a public awareness and

communications programme to ensure that members of the public can obtain

information at the installation, at all reasonable times, concerning the

envi ron me nta I perfo rma nce of the i nsta llation.

f)



E nvi ro n me nto I Protect¡o n Age ncy Licence Reg. No. P1113-02

2.2.11

2.2.12

2.2.73

2.2.r4

2.2.15

Maintenance programme

2.2.IL.L The licensee must maintain and implement a programme for maintenance of

all plant and equipment based on the instructions issued by the manufacturer,

supplier and installer of the equipment.

2.2.L7.2 Appropriate record keeping and diagnostic test¡ng must support this
programme.

2.2.77.3 The licensee must clearly allocate responsibility for the planning, management,

and execution of all aspects of this programme to appropriate personnel.

2.2.1"1.4 The programme must use appropriate techniques and measures to ensure the

optimisation of energy efficiency in plant and equipment.

Process control programme

2.2.72.I The licensee must maintain and implement a programme to ensure there is

adequate control of processes under all modes of operation.

2.2.72.2 The programme must identify the key indicator parameters for process control

performance, as well as identifying methods for measuring and controlling

these parameters.

2.2.12.3 Abnormal process operating conditions must be documented and analysed to

identify any necessary corrective action.

2.2.72.4 Any corrective act¡on identified must be carried out in the in the shortest

possible t¡me, to the satisfaction of the Agency.

The licensee must establish, maintain and implement quality assurance and/or quality

control programmes to ensure that the characteristics of all fuels are fully determined and

controlled.

The quality assurance or control programme must include the elements set out in BAT 9 of
the LcP ct} 2o2L/232618U.

Other Than Normal Operating Conditions (OTNOC)

2.2.75.7 The licensee must establish, maintain and implement a management plan to

reduce emissions to air and/or to water during periods of other than normal

operating conditions (OTNOC), including start-up and shut-down periods.

2.2.L5.2 The plan must include the elements set out in BAT 10 and BAT 11 of the LCP

ctD 2o21./2326/EU.
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Condition 3. lnfrastructure and Operation

3.1 All infrastructure and all equipment required underthis licence must be installed and commissioned

pr¡orto the commencement of the activity unless specified by a condition of this licence or unless

otherwise approved by the Agency.

3.2 The licensee must establish and maintain, for each component of the installation, all infrastructure

referred to in this licence prior to the date of commencement of the licensed activities in that

component, or as required by the conditions of th¡s licence'

3.3 lnfrastructure specified in the application that relates to the environmental performance of the

installation and is not specified in this licence, must be installed in accordance with the schedule

submitted in the application.

3.4 The licensee must have regard to the following when choosing or designing new plant or

infrastructure, at a minimum:

(a) energy efficiency, and

(b) the environmental impact of its construction, installation, maintenance,

operation, and eventual decommissioning.

3.5 lnstallation notice board

3.5.1 The licensee must maintain an installation notice board on the installation, sothat it is
legible to persons outside the main entrance to the installation.

3.5.2 The minimum dimensions of the board must be 1,200 mm by 750 mm.

3.5.3 The board must clearly show:

(a) the name, telephone number and emergency out of hours contact

telephone number of the installation,

(b) the normal hours of operation,

(c) the name of the licensee,

(d) this licence register number, and

(e) where environmental information relating to the installation can be

obtained.

3.6 Sampling points and data logging

3.6.1 The licensee must clearly label and provide safe and permanent access to all on-site

sampling and monitoring points, as required by the Agency.

3,6.2 The licensee must clearly label and provide safe and permanent access to all off-site

sampling and monitoring points as required by the Agency, subject to the prior agreement

of the landowner(s) concerned.

3.6.3 The licensee must install on all emission points, sampling po¡nts or equipment, all data

logging or other electronic communication equipment, as required by the Agency.

3.6.4 All such equipment must be consistent with the safe operation of all sampling and

monitoring systems.
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3.7

3.8

3.9

3.10

3.11

3.r2

ln the case of composite sampl¡ng of aqueous em¡ssions from the installation, a separate composite

sample or homogeneous sub-sample (of sufficient volume as advised) must be refrigerated without
delay after collection and retained as required for Agency use.

Tank, container, and drum storage areas

3.8.L 41l tank, container, and drum storage areas must be rendered impervious to the materials

stored therein.

3.8.2 Bunds must be designed in accordance with the Agency's guidance note on 'Storage and

Tronsfer of Materials for Scheduled Activities' (2OO4l, as may be amended or replaced by

the Agency.

3.8.3 All tank and drum storage areas must be bunded, either locally or remotely, to a volume

not less than the greater of the following:

(a) 110 % of the capacity of the largest tank or drum within the bunded

area, or

(b) 25 % of the total volume of substance that could be stored within the

bunded area.

3.8.4 All drainage from bunded areas must be treated as contaminated, unless it can be

demonstrated to be otherwise.

3.8.5 All drainage from bunded areas must be diverted for collection and safe disposal, unless it

can be deemed uncontaminated, and does not exceed the trigger levels set for storm water

emissions under Condition 6.11.3 of this licence.

3.8.6 All inlets, outlets, vent pipes, valves and gauges must be within the bunded area.

3.8.7 All tanks, containers and drums must be labelled to clearly indicate their contents.

3.8.8 All bunds must be uniquely identified and labelled at the bund.

3.8.9 The licensee must apply a leak detection system to all storage tanks, container, and drum

storage areas that contain liquid material other than water.

The licensee must have in storage an adequate supply of containment booms or suitable absorbent

material to contain and absorb any spillage at the installation.

Used absorbent material must be disposed of at an appropriate facility.

Water metering and records

3.11.1 The licensee must install and maintain a water meter on all water supplies serving the

installation, within six months of the date of grant of this licence.

3.1L.2 Records of water usage must be maintained on-site, and a summary records report must be

submitted annually to the Agency.

Silt traps and oil separators

3.72.t The licensee must maintain silt traps and oil separators at the installat¡on as follows:

(a) silt traps on all storm water discharges, other than from roofs,

(b) oil separators on the storm water network for the installation must be

Class I by-pass separators,
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3.L3

3.r4

3.15

3.16

3.77

(c) the oil separator at the Energy Centre yard must be a Class I full

retent¡on separator, and

(d) oil separators at the fuel unloading bays at the Energy Centre and ICTF

building must be Class I forecourt separators.

3.72.2 The oil separator must be in accordance with l.S. EN-858-2: 2003 (separator systems for

light liquids).

Firewater retention

3.13.1 The licensee must carry out a risk assessment to determine the retention requirements for
firewater run-off from the installation.

3.13.2 The risk assessment, and any subsequent reports or programmes, must be completed in

accordance with all guidelines issued by the Agency, with regard to firewater retention.

3.13.3 The licensee must submit the firewater risk assessment report based on the assessment in

Condition 3.13.1" of th¡s licence to the Agency for approval within six months of the date of
grant of this licence.

3.73.4 The licensee must implement the recommendations of the firewater risk assessment

report, as approved by the Agency, within the timeframes specified by the Agency.

3.13.5 The firewater risk assessment report must be reviewed and updated as necessary, as

required by the Agency.

3.13.6 ln the event of fire, or a spillage to storm water, the stormwater collection system must

provide for the automatic diversion of storm water for collection and appropriate

management.

All pump sumps, storage tanks, attenuation tanks, attenuation ponds or other treatment plant

chambers from which spillage of environmentally significant materials might occur in such quantities

as are likely to breach local or remote containment or separators, must be fitted w¡th h¡gh l¡qu¡d

level alarms (or oil detectors as appropriate).

The provision of a catchment system to collect any leaks from flanges and valves of all overground

pipes used to transport material other than uncontaminated water must be examined. This must be

incorporated into the Schedule of Environmental Objectives and Targets set out in Condition 2.2.4 of

this licence for the reduction in fugitive emissions.

All wellheads at the installation must be adequately protected to prevent contamination or physical

damage.

The licensee must maintain in a prominent location on the site a windsock, or other wind direction

indicator, which must be visible from the public roadway outside the s¡te.

3.18 Fuel Usage

3.18.1 Natural gas must be used in the turbines on-site. ln the event of an interrupt¡on to the

supply of natural gas, or for testing purposes as may be required by the Commission for
Regulation of Util¡ties or the Grid Code, or as otherw¡se approved by the Agency, gas oil or

HVO may be used, in accordance with the limitations set out in Schedule A: Limitations of

this licence.
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3.18.2

3.18.3

Diesel, or hydrotreated vegetable oil (HVO) (meeting EN standard EN 15940) can be used in

the generators on site. ln the event of an interruption tothe supplyof diesel or HVO, an

alternative fuel may be used, with the prior approval of the Agency.

The Agency may approve the use of a biofuel, other than HVO, as an alternative primary

fuel, subject to the licensee demonstrating that the biofuel will not cause an increase in

emissions from the installation, and will not give rise to any breach of air quality standards.

3.19 Malfunction or breakdown of abatement equipment

3.19.L 1n the event of a breakdown or malfunction of any abatement or control equipment, the

licensee must:

(a) reduce or close down operations where a return to normal operation is

not achieved within 24-hours, such action must be undertaken in liaison

with the Commission for Regulation of Ut¡lities (CRU) or the Grid Code,

or as otherwise approved by the Agency, or

(b) operate the plant using low polluting fuels.

3.20

3.19.2 The licensee must record the duration of unabated operation.

3.19.3 The licensee must notify the Agency within 48 hours of the malfunction or breakdown of
the abatement equ¡pment.

3.I9.4 The cumulative duration of unabated operation in any twelve month period must not

exceed 120 hours without prior written approval of the Agency.

3.19.5 For unabated operation, the licensee must operate in accordance with the Agency's

'Guidance on lJnoboted Operation at Large Combustion Plants Licensed by the EPA' (2016),

as may be amended or replaced by the Agency, under Regulation L5 of the European Union

(Large Combustion Plants) Regulations 2OL2,Sl 566/2012.

Prior to commencement of operation, the licensee must determine the duration of start-up and

shut-down periods for each combustion plant. These periods must be determined in accordance with

the provisions of Commission lmplementing Decision of 7th May 2072 concerning the determination

of these periods for the purposes of Directive 2OtO/75/EU on industrial emissions.

3.2L Generator operation

An alternative plant loading and operating hour restriction to that specified in Schedule A.2

Generator operotion, other than testing and/or maintenance, of this licence, may be approved by

the Agency subject to the licensee demonstrating that the alternatives will not cause any increase in

the mass emissions above those allowed under Schedule A.2 Generator operation, other than testing

and/or maintenance of th¡s licence, and will not give rise to any breach of Air Quality Standards.

Reason:
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Condition 4. Interpretation

4.t Emission limit values for emissions to atmosphere in this licence must be interpreted in the following

way:

4.1.1 Continuous monitoring

The emission limit values for emissions to air will be regarded as having been complied with

if the evaluation of the results indicates, for operating hours within a calendar year

(excluding periods of start-up and shut-down), that:

(a) a validated monthly average value does not exceed the relevant

emission limit value,

(b) a validated daily average value does not exceed 1L0% of the relevant

emission limit value,

(c) 95% of all the validated hourly average values over the year do not

exceed 2OO % of the relevant emission limit value,

(d) the value of the 95% confidence intervals of a single measured result

does not exceed the following percentages of the emission limit values:

(i) Nitrogen oxides (as NOz) 20%

(¡i) Volumetric flow 70%

(¡ii) Carbon monoxide (CO) t0%

and,

(e) the validated hourly and daily average values must be determined from

the measured valid hourly average values after having subtracted the

value of the confidence interval specified above. Any day in which more

than three hourly average values are invalid due to malfunction or
maintenance of the automated measuring system must be invalidated. lf
more than 10 days a year are invalidated, the licensee must take action,

as appropriate, to improve the reliability of the continuous monitoring

sYstem.

4.1,.2 Non-continuous monitoring

(a) For any parameter where, due to sampling or analytical limitations, a 30-

minute sample is inappropriate, a suitable sampling period must be

employed, and the value obtained therein must not exceed the emission

limit value.

(b) For flow, an hourly or daily mean value, calculated on the basis of
appropriate spot readings, must not exceed the relevant limit value.

(c) For all other parameters, a 3O-minute mean value must not exceed the

emission limit value.

4.2 The concentration and volume flow limits for emissions to atmosphere specified in this licence must

be achieved without the introduction of dilution air, and must be based on gas volumes under

standard conditions of:

21



Enviro n m e nta I P rote ct¡o n Age ncy Licence Reg. No. P1113-02

4.3

4.2.1 From non-combustion sources: Temperature 273 K, Pressure 101.3 kPa (no correction for

oxygen or water content).

4.2.2 From combust¡on sources: Temperatu re 273 K, Pressure 10L.3 kPa, dry gas; 15 % oxygen

for liquid and gas fuels.

Emission limit values for emissions to sewer in this licence must be achieved without the

introduction of aqueous dilution, and must be interpreted in the following way:

4.3.1 Continuousmonitoring

(a) A flow value must not exceed the specific limit,

(b) A pH value must not deviate from the specified range, and

(c) A temperature value must not exceed the limit value.

4.3.2 Compositesampling

(a) A pH value must not deviate from the specified range,

(b) For parameters other than pH and flow, eight out of 10 consecutive

composite results, based on flow proportional composite sampling,

must not exceed the emission limit value, and

(c) lndividual results, based on flow proportional composite sampling, must

not exceed 1.2 times the emission limit value.

4.3.3 Discrete sampling

(a) For parameters otherthan pH and temperature, a grab sample value

must not exceed 1.2 t¡mes the emission limit value.

Where the ability to measure a parameter is affected by mixing before emission, then with approval

from the Agency, the parameter may be assessed before mixing takes place.

Noise from the installation must not give rise to sound pressure levels measured at any noise-

sensitive locations (NSLs), which exceed the limit values set out in Schedule 8.3 Noise Emissions of

this licence.

4.4

4.5
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Condition 5. Emissions

5.1 Emissions may be made from the specified emission points set out ¡n Sched ule B: Emìssion Limits ond

Monitoring of this licence, subject to compliance with the emission limit values specified in that
Schedule.

5.1.1 Uncontaminated storm water may be discharged to surface water.

5.L.2 Uncontaminated storm water may be discharged to groundwater or to soil.

5.1.3 Minor, diffuse, and potential emissions may be emitted to air as specified in the

application, or as approved by the Agency under Condition 1 of this licence.

5.2 Notwithstanding the requirements of Condition 5.1 of this licence, there must be no other emissions

or discharges from the installation.

5.3 Emissions, including emissions giving rise to odours, from the activities carried on at the site must

not result in an impairment of, or an interference with amenities or the environment beyond the

installation boundary or any other legitimate uses of the environment beyond the installation

boundary.

5.4 The licensee must ensure that all or any of the following:

(a) vermin,

(b) birds,

(c) flies,

(d) mud, or

(e) litter

associated with the activity do not result in an impairment of, or an interference with, amenities or

the environment at the installation or beyond the installation boundary or any other legitimate uses

of the environment beyond the installation boundary.

5.5 Any method used by the licensee to control or prevent any impairment or interference must not

cause an adverse impact on the environment.

5.6 The licensee must, prior to the commencement of the activity, use one or a combination of the

techniques listed in BAT17 in orderto prevent, orwherethat is not practicable,to reduce noise

emissions.

5.7 Emissions to sewer:

5.7.1, Other than the process waste water authorised to be discharged under this licence, the

licensee must at no time discharge, or cause or permit to be discharged into the sewer,

process waste water or any other matter unless authorised in writing by Uisce Éireann.

The licensee must conclude an End User Agreement w¡th Uisce Éireann.5.7.2

5.7.3 The licensee must ensure that any waste water generated from canteen activities must

pass through appropriate grease removal equipment pr¡or to discharge to sewer.
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5.7.4

5.7.5

5.7.6

5.7.7

A summary report of volumes of process waste water and other matter discharged to the

sewer along with monitoring and analysis data as specified in Schedule 8.2 Emissions to

Sewer of this licence and Schedule C.3 Control of Emissions to Sewer of this licence must be

forwarded to both Uisce Éireann and the local authority in a manner and timeframe as may

be specified by Uisce Éireann.

The licensee must undertake a desktop assessment and subsequent screening of process

waste water generated as a result of on-site activities for priority substances, priority

hazardous substances, and watchlist substances, as listed in Tables tl, 12 & 13 of Sl

272/2009 - EC Environmental Objectives (surface Waters) Regulations 2009, as amended.

A report on the assessment and screening must be submitted to Uisce Éireann within

twelve months of the date of grant of this licence.

The licensee must ensure that where substances are identified as being present in the

process waste water, measures are taken to reduce, eliminate or phase out their emission

as required, and each are assessed against risks posed to the b¡ological processes at the

receiving Uisce Éireann wastewater treatment plant and the sludge generated at the plant.

The licensee must also ensure that identified substances are assessed against potential

risks to public health and the whole aquatic environment. The environmental assessment

must specifically assess result and concentrations of substances in the receiving

environment against their applicable environmental quality standards (EQS) and

environ me nta I objectives esta blished by Sl 27 2/ 2009.

Subsequent desktop assessments, screenings and reports must be repeated at intervals

commensurate with changes to the characteristics of process waste water as a result of the

use of new raw materials (including cleaning/inactivation chemicals) in manufacturing

processes ons¡te or as requested by Uisce É¡reann.

oJ emissions and to províde for the
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Condition 6. Control and Monitoring

6.L Test programme:

6.1.1 The licensee must prepare a test programme for abatement equipment installed to abate

emissions.

6.t.2 The test programme must be completed within three months of the commencement of

operation of the abatement equipment.

6.1.3 The criteria for the operation of the abatement equipment as determined by the test

programme, must be incorporated into the standard operat¡ng procedures.

6.1.4 The test programme must, at a minimum:

(a) establish all criteria for operation, control and management of the

abatement equipment to ensure compliance with the emission limit

values specified in this licence,

(b) assess the performance of any monitors on the abatement system and

establish a maintenance and calibration programme for each monitor,

and

(c) be prepared in accordance with the Agency's guidance 'Odour Emissions

Guidance Note (AG9)'as may be amended or replaced by the Agency.

6.1.5 A report on the test programme must be submitted to the Agency within one month of

comPletion.

6.2 The licensee must carry out monitoring, sampling, analyses, measurements, examinations,

maintenance, calibrations, and controltechniques as set out in this licence and in accordance with

Schedute B: Emission Limits and Monitoring and Schedule C: Control of Emissions of this licence.

6.3 Sampling and analysis

6.3.1 Sampling and analysis must be undertaken by competent staff in accordance with

documented operating procedures.

6.3.2 Such procedures must be assessed for their suitability for the test matrix and performance

characteristics must be determined.

6.3.3 Such procedures must be subject to a programme of analytical quality control using

appropriate control standards with evaluation of test responses.

6.3.4 Where any analysis is sub-contracted, ¡t must be outsourced to a competent laboratory.

6.3.5 Unless otherwise approved by the Agency, sampling and analysis of emissions to

atmosphere must be carried out:

(a) by ISO l-7025 accredited persons or organisations, with accreditation for
the relevant scope of sampling and analysis, and

(b) in accordance w¡th the Agency's air monitoring policy.

6.3.6 The licensee must ensure that:

(a) sampling and analysis for all parameters listed in the schedules to this

licence, and
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6.4

6.10

6.5

6.6

6.7

6.8

6.9

(b) any reference measurements for the calibration of automated

measurement systems,

must be carried out in accordance with CEN standards. lf CEN standards are not available,

lSO, national or international standards, which must ensure the provision of data of an

equivalent scientific quality, must apply.

Automatic monitors and samplers

6.4.L 41l automatic monitors and samplers must be always functioning (except during

maintenance and calibration) when the activity is being carried on, unless alternative

sampling or monitoring has been approved in writing by the Agency for a limited period.

6.4.2 ln the event of the malfunction of any continuous monitor, the licensee must contact the

Agency as soon as practicable, and alternative sampling and monitoring facilities must be

put in place.

6.4.3 The use of alternative equipment, other than in emergency situations, must be as approved

by the Agency.

6.4.4 The automated measuring systems must be subject to parallel measurements with the

reference methods at least once per year.

6.4.5 The licensee must submit to the Agency an air monitoring report with the results of the
parallel measurements referred to ¡n Condition 6.4.4 of this licence.

Monitoring and analysis equipment must be installed, operated, and maintained as necessary so that

all monitoring results accurately reflect any and all emission, discharge or parameterspecified in this

licence.

The licensee must ensure that groundwater monitoring well sampling equipment is available or

installed on-site at the ¡nstallation and is fit for purpose at all times. The sampling equ¡pment must

be to Agency specifications.

Alltreatment, abatement and emission control equipment must be calibrated and maintained in

accordance with the instructions issued by the manufacturer, supplier and installer.

The frequency, methods and scope of monitoring, sampling and analyses, as set out in this licence,

may be amended only as required or approved by the Agency following evaluation of test results.

Fugitive emissions

6.9.1- The licensee must, to the satisfaction of the Agency, prepare and implement a programme

forthe identification and reduction of fugitive emissions using an appropriate combination

of best available techniques.

6.9.2 This programme must be included in the EMP under Condit¡on 2 of this licence.

lntegrity test¡ng

6.10.1 The integrity and water t¡ghtness of all tanks, bunding structures, containers, and

underground pipes and their resistance to penetration by water or other materials carried

or stored therein must be tested and demonstrated by the licensee prior to use.
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6.11

6.70.2 The testing of the ¡ntegrity and water tightness of all tanks, bunding structures, containers

and underground pipes and their resistance to penetration by water or other materials

carried or stored therein must be undertaken as follows:

(a) testing must be carried out by a suitably qualified and experienced

person,

(b) test¡ng must be carried out at least once every three years and reported

to the Agency on each occasion, and

(c) testing must be carried out in accordance with allguidance published by

the Agency.

6.10.3 Any repairs required to ensure the integrity and water t¡ghtness of tanks, bunding

structures, containers, and underground pipes must be carried outassoon as practicable.

6.LO.4 A written record of all integrity tests and all maintenance or remedial work arising from

them must be maintained bythe licensee.

6.L0.5 ln the case of new bunding structures, tanks, underground pipelines or containers installed

on-site, the testing for ¡ntegrity and water tightness must be undertaken in advance of
utilisation.

6.10.6 An inspection system forthe detection of leaks on allflanges and valves on overground

pipes used to transport materials other than water must be developed prior to the date of

the commencement of the activity.

Storm water discharges

6.11.L A visual examination of the storm water discharges must be carried out daily.

6.1L.2 A log of such examinat¡ons must be maintained by the licensee and made available to the

Agency for inspection.

6.L1.3 Trigger values

6.11.3.1 The licensee must, within six months of the commencement of the activity,

establish suitable trigger levels for pH, TOC and conductivity in storm water

discharges.

6.17.3.2 Trigger values must be established in accordance with the methods outl¡ned in

the Agency's 'Guidance on the sett¡ng of Trigger Values for Storm Water

Discharges to Off-site Surface Waters at EPA IPPC ond Waste Licensed

Facilities' (20121, as may be amended or replaced by the Agency.

6.11.3.3 The storm water trigger levels proposed must be submitted to the Agency for

approval, within six months of the date of grant of the licence.

6.II.3.4 The trigger values may be revised, with the approval of the Agency, following

evaluation of appropriate storm water monitoring data in accordance with the

methods outlined in the Agency's'Guidance on the setting of Trigger Values

for Storm Water Discharges to Off-site Surface Waters ot EPA IPPC qnd Waste

Licensed FacÌlities' (20t2), as may be amended or replaced by the Agency.
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6.13

6.!7.4

6.11.5

6.72.1

6.12.2

Noise

6.13.1

6.73.2

6.11.3.5 The licensee must establish, maintain and implement a response programme

to address any exceedance ofthe trigger values such that storm waters

exceeding these levels will be diverted for retention and suitable disposal.

The storm water drainage system (i.e. gullies, manholes, any visible drainage conduits and

such other aspects as required by the Agency), bunds, silt traps and oil separators must be

inspected weekly, desludged as necessary, and properly maintained at all times.

All sludge and drainage from storm water drainage system cleaning operations must be

collected for safe disposal.

6.12 Groundwater and soil monitoring

Groundwater monitoring must be carried out at least once every five years at locations to be

approved by the Agency. Monitoring must be carried out in accordance with Schedule 8.5.L

Groundwoter Monitoring of this licence.

Soil monitoring must be carried out at the installation at least once every ten years.

Monitoring must be carried out in accordance with Schedule 8.5.2 Soil Monitoring of this

licence.

6.13.3

The licensee must carry out a noise survey of the site operations annually.

The survey programme must be undertaken in accordance with the methodology specified

in the Agency's'Guidance Note for Noise: Licence Applicotions, Surveys and Assessments in

Relation to Scheduled Activities (NG4I (2016), as may be amended or replaced by the

Agency.

Noise management plan

6.13.3.1 The licensee must prepare, maintain and implement a noise management plan,

to the satisfaction ofthe Agency.

6.t3.3.2 The plan must be submitted to the Agency within three months of the date of
grant of this licence.

6.13.3.3 The plan must outline noise reduction and abatement measures.

6.L3.3.4 The plan to reduce noise emissions must include the following mit¡gation

measu res:

(a) abatement of operation, processes and equipment g¡v¡ng rise to
exceedances of noise limit values measured at noise sensitive locations,

and

(b) enclosure of operations, processes and equipment giving rise to
exceedances of noise limit values measured at noise sensitive locations.

6.13.3.s

6.13.3.6

The plan must be prepared in accordance with the Agency's 'Guidance Note for
Noise: Licence Applications, Surveys and Assessments in Relation to Scheduled

Activities (NG4f 2016, as may be amended or replaced by the Agency.

The plan must be implemented within six months of the date of grant of this

licence.

6.L3.3.7 The plan must be reviewed annually and updated as necessary
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6.74

5.15

Pollutant Release and Transfer Register (PRTR)

6.14.! The licensee must submit, to the Agency, a PRTR data report for the site.

6.'J.4.2 The pollutants and/or wastes to be included in the PRTR must be determined by reference

to Regulation (EC) No. 766/2006 of the European Parliament and of the Council of L8

January 2006 concerning the establishment of a European Pollutant Release and Transfer

Register and amending Council Directives 97/689/EEC and 96/6I/EC.

6.L4.3 The PRTR must be prepared in accordance with all relevant Agency guidance and must be

submitted electronically in the format specified by the Agency.

The licensee must, within six months of the date of grant of this licence, develop, establish, and

maintain a data management system for collation, archiving, assessing and graphically presenting the

monitoring data generated as a result of this licence.

Reason: To províde for the protect¡on olthe environment by way of trea-tment and
monitoring of emissíons dnd to provide lor the requírements of ltisce Éireonn in
accordonce with sect¡on 99E of the EPA Act 7992 as amended.

29



Env¡ro n m e nto I Protectio n Age ncy Licence Reg. No. P1113-02

Condition 7. Resource Use and Energy Efficiency

7.'J. Energy Efficiency

7 .7.7 The licensee must, prior to the commencement of the activity, use one or a combination of

the techniques l¡sted in BAT L2 to increase energy efficiency of the gas turbines.

7.L.2 For each combustion plant at the installation, the licensee must determine the net

electrical efficiency of the combustion plant by carrying out a performance test at full load,

according to EN standards, after the commissioning of the unit and after each modification

that could significantly affect the net electrical efficiency of the un¡t. lf EN standards are not

available, BAT ¡s to use lSO, national or other international standards that ensure the

provision of data of an equivalent scientific quality.

7.1..3 The net electrical efficiency of the 7 no. gas turbines A2-L to A2-7 when operating on

natural gas must not be less than 35.35%, and not less than 33.76% when operating on

dieselor HVO.

7 .t.4 The net electrical efficiency of the 3 no. gas turbines A2-8 to A2-10 when operating on

natural gas must not be less than 35.09%, and not less than 33.57% when operating on

dieselor HVO.

7.2 Energy efficiency audit

7 .2.7 The licensee must carry out an audit of the energy efficiency of the s¡te within one year of

the date ofgrant ofthe licence.

7.2.2 The audit must be carried out in accordance with the Agency's 'Guidance Note on Energy

Efficiency Aud¡t¡ng'(2003), as may be amended or replaced by the Agency, and have regard

to any other relevant published guidance.

7.2.3 The audit must identify all practicable opportunities for energy use reduction and

efficiency.

7.2.4 The recommendations of the audit must be incorporated into the Schedule of

Environmental Objectives and Targets under Condition2.2.4 of th¡s licence.

7.2.5 The energy efficiency audit must be repeated at intervals as required by the Agency.

7.3 Alternative Energy Sources

7.3.1, The licensee must increase direct and indirect use of renewable energy and/or zero-rated

fuel, with the requirement of meeting at least 8O% of annual demand with renewable

energy and/or zero-rated fuel, within six years of the date of commencement of the

activity.

7.3.2 The licensee must submit a a programme of actions for approval by the Agency within six

months of the date of grant of the licence setting out the pathway and proposed actions to
achieve the requirement set out in Condition 7.3.1 of this licence.

7 .3.3 The programme of actions, as a pproved by the Agency under Condilion 7.3.2 of this licence,

must be incorporated into the Schedule of Environmental Objectives and Targets under

Condition 2.2.4 of this licence.

7.3.4 The programme of actions must be reviewed and updated annually or at intervals as

required bythe Agency.
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7.4

7.5

7.6

7.3.5 The licensee must submit an annual progress report to the Agency on the implementation

of the programme of actions established under Condition7.3.2 of this licence.

The licensee must have regard to the targets of the most recent national climate action plan when

identifying opportunit¡es for energy use reduction.

Water use reduction

7.5.1 The licensee must ident¡fy opportunities for reduction in the total quantity of water used

on-site including recycling and reuse initiatives.

7.5.2 The licensee must identifo opportunities to maximise the use of rainwater harvesting to

reduce the volume of process water contributed from public water supplies to the

installation.

7.5.3 Reductions in water usage must be incorporated into the Schedule of Environmental

Objectives and Targets under Condition2.2.4 of this licence.

Material use efficiency

7.6.1, The licensee must undertake an assessment of the efficiency of use of raw materials in all

processes, having regard to the reduction in waste generated.

7.6.2 The efficiency of materials used assessment must take account of best international

practice for this type of activity.

7.6.3 lmprovements in material use efficiency must be incorporated into the Schedule of

Environmental Objectives and Targets under Condition 2.2.4 of this licence.

Reason: To provide for the efficient use of resources ond energy
to reduce water usage from public woter supplies.

in all site operotions, and
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Condition 8. Materials Handling

8.1 Waste hierarchy

8.1.1 The licensee must ensure that waste generated in the carrying on of the activ¡ty must, in

accordance with the waste hierarchy, be prepared for re-use, recycling or recovery.

8.7.2 Where it is not technically or economically possible for waste generated to be prepared for
re-use, recycling or recovery, waste must be disposed of in a manner which minimises any

adverse ¡mpact on the env¡ronment.

8.2 Waste sent off-site for recovery or disposal

8.2.1 Waste sent off-site for recovery or disposal must be transported only by an authorised

waste contractor.

8.2.2 Waste must be transported from the installation to the site of recovery or disposal only in a

manner that will not adversely affect the environment and in accordance with the

appropriate national and European legislation and protocols.

8.2.3 Waste sent off-site for recovery or disposal must be transferred only to an appropriate

facility.

8.3 The licensee must ensure that, in advance of transfer to another person, waste must be classified,

packaged, and labelled in accordance with national, European and any other standards which are in

force in relation to such labelling.

8.4 The loading and unloading of waste and materials must be carried out in designated areas protected

aga¡nst spillage and leachate run-off.

8.5 Waste and materials must be stored in designated areas, protected as appropriate against spillage

and leachate run-off.

8.6 Waste and materials must be clearly labelled and appropriately segregated.

8.7 Unless approved in writing in advance by the Agency, the licensee is prohibited from mixing a

hazardous waste of one category with a hazardous waste of another category or with any other non-

hazardous waste.

8.8 The licensee must not import waste into the State nor export waste out of the State except in

accordance with the relevant provisions of Regulation (EC) No. LOL3/2006 of the European

Parliament and of the Council of 14 June 2006 on shipments of waste, and all associated national

regulations.

hondling ol mateial ond the
environment.
To
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Condition 9. Accident Prevention and Emergency Response

9.1 Accident prevention procedure

9.1.1 The licensee must, prior to the date of the commencement of the activity, ensure that a

documented accident prevention procedure is in place that addresses the hazards on-site,

particularly in relation to the prevention of accidents with a possible impact on the

environment.

9.I.2 This procedure must be reviewed annually at a minimum and updated as necessary to the

satisfaction of the Agency.

9.2 Emergency response procedure

9.2.L The licensee must, pr¡orto the date of the commencement of the activity, ensure that a

documented emergency response procedure is in place, that addresses any emergency

situation which may originate on-site.

9.2.2 This procedure must include provision for prevention of, or where not possible, minimising

the effects of any emergency on the environment.

9.2.3 This procedure must be reviewed annually, at a minimum and updated as necessaryto the

satisfaction of the Agency.

9.3 lncidents and accidents

9.3.1- ln the event of an incident the licensee must immediately:

(a) carry out an investigation to identify the nature, source and cause ofthe
incident and any emission arising therefrom,

(b) isolate the source of any such emission,

(c) evaluate the environmental pollution, if any, caused by the incident,

(d) identify and execute measures to minimise the emissions or malfunction

and the effects thereof,

(e) identify the date, time, and place of the incident, and

(f) notify the Agency as required by Condition 11.4 of this licence.

9.3.2 Where an incident or accident that adversely affects the environment occurs, the licensee

must, without delay and to the satisfaction of the Agency:

(a) take all necessary measures to l¡mit the environmental consequences of

the incident or accident,

(b) take all possible measures to prevent further incident or accident, and

(c) take all necessary measures to remedy the environmental consequences

of the incident or accident.

protectiotn olTo provide Íor the
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Condition 10. Closure, Restoration and Aftercare Management

10.1 Following termination, or planned cessation for a period greater than six months, of use or

involvement of all or part of the site in the licensed activity, the licensee must, to the satisfaction of

the Agency:

(a) decommission,

(b) render safe, or remove for disposal or recovery, any soil, subsoil,

buildings, plant or equipment, any waste, materials or substances or

other matter contained therein or thereon, that may result in

environmental pollution, and

(c) submit a final validation report to the Agency, to ¡nclude a certificate of
completion to demonstrate there is no continuing risk to the

environment, within three months of termination or planned cessation

of the activitY.
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Condition 11. Notification, Records and Reports

11.1 The licensee must submit the reports, proposals, plans, programmes, and submissions required by

this licence by the deadlines specified. The licensee will not be in compliance with the requirements

of this condition unless and until it has submitted every report, proposal, plan, programme and

submission, the deadline for which has passed.

1,1.2 The licensee must carry out every action required by the Agency, and arising out of such reports,

proposals, plans, programmes, or submissions, by such deadline as specified by the Agency. The

licensee will not be in compliance with the requirements of this condition unless and until it has

carried out every such action.

11.3 The licensee must notify the Agency of the ¡ntended date of commencement of the Scheduled

Activity, one month prior to the date of the commencement of the activity, in a format as may be

specified by the Agency.

17.4 Notifications to the Agency

1,L.4.1 The licensee must notify the Agency, in a format specified by the Agency, as soon as

practicable after the occurrence of any of the following:

(a) an incident or accident as defined by the glossary,

(b) any breach of one or more of the conditions attached to this licence.

L1.4.2 The licensee must include as part of the notification, the following at a minimum:

(a) the date and time of the incident,

(b) summary details of the occurrence, and

(c) where available, the steps taken to prevent and minimise any emissions.

tL.4.3 All details required to be communicated must be in accordance with all guidance provided

by the Agency.

11.5 The licensee must notify Uisce Éireann and the local authority, ¡n a manner prescribed by Uisce

É¡reann as soon as practicable after the occurrence of any incident which relates to discharges to

sewer.

11.6 The licensee must notifythe following, as soon as practicable afterthe occurrence of any incident

which relates to a discharge to water:

(a) lnland Fisheries lreland/Department of Agriculture, Food and the Marine

(DAFM) in the case of discharges to receiving waters,

(b) Uisce Éireann or Water Services Authority, in the case of any incident

where the discharge(s) have been identified as upstream of a drinking

water abstraction point.

77.7 Record of notification

LI.7.t The licensee must make a record of any notification made under Condition 1L.4, Condition

1-1.5, and Condition L1.6 of this licence.
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11.8

tt.9

11.10

71.7.2 This record must include:

(a) details of the nature, extent, and impact of, and circumstances giving

rise to, the incident or accident, and

(b) all corrective act¡ons taken to manage the incident or accident, prevent

or minimise wastes generated, and the effect on the environment, and

avoid recurrence.

tL.7.3 ln the case of a breach of a condition, the record must include measures to restore

compliance.

Record of complaints

11.8.1 The licensee must record all complaints of an environmentalnature related tothe
operation of the activity.

LI.8.2 The record must give details of:

(a) the date and time of the complaint,

(b) the name of the complainant (if provided), and

(c) give details of the nature of the complaint.

11.8.3 A record must be kept of the response made in the case of each complaint.

The licensee must record all sampling, analyses, measurements, examinations, calibrations, and

maintenance carried out in accordance with the requirements of this licence and all othersuch

monitoring which relates to the environmental performance of the installation.

Documentation

L!.70.1, The licensee must ensure that the following documents are accessible at the site, at a

minimum:

(a) the licences relating to the installation,

(b) the current EMS for the installation including all associated procedures,

reports, records and other documents,

(c) the previous year's AER for the installation,

(d) records of all sampling, analyses, measurements, examinations,

calibrations and maintenance carried out in accordance with the

requirements of this licence and all other such monitoring which relates

to the environmental performance of the installation,

(e) relevant correspondence with the Agency,

(f) up-to-date site drawings and plans showing the location of key process

and environmental infrastructure, including monitoring locations and

emission points,

(g) up-to-date standard operational procedures for all processes, plant and

equipment necessary to give effect to this licence to ensure that

standard operation of such processes, plant or equipment does not

result in unauthorised emissions to the environment,
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1.7.1.1

(h) an up-to-date s¡te drainage map of the installation. The drainage map

must be reviewed annually and updated as necessary, and

(i) any elements of the licence application or EIA documentat¡on

referenced in this licence.

L7.LO.2 This documentation must be available to the Agency for inspection at all reasonable times.

The licensee must submit to the Agency annually, or as otherwise approved by the Agency:

(a) an AER covering the previous calendar year, which must be:

(i) to the satisfaction of the Agency,

(i¡) prepared in accordance with all relevant guidelines issued by the

Agency, and

(i¡i) submitted by the 31 March of each year,

and

(b) the results of all emission monitoring carried out in accordance with the

requirements of this licence, including an assessment and interpretation

of the resu lts.

t7.I2 Record management

Lt.t2.7 A full record must be maintained by the licensee on matters relating to the waste

management operations and practices at this site.

L7.L2.2 This record must contain details of the following, at a minimum:

(a) the tonnages and LoW Code for the waste materials sent off-site for
disposal or recovery,

(b) the names of the agent and carrier of the waste, and their waste

collection permit details, if required (to include issuing authority and

vehicle registration number),

(c) details of the ultimate disposal or recovery destination facility for the

waste and its appropriateness to accept the consigned waste stream, to

include its permit or licence details and issuing authority, if required,

(d) written confirmation of the acceptance and disposal or recovery of any

hazardous waste consignments sent off-site,

(e) details of all waste consigned abroad for recovery and classified as

'Green' in accordance with Regulation (EUl2O24/tL57 of the European

Parliament and of the Council of 11 April 2024 on shipments of waste,

amending Regulations No. 1257 /2013 and (EU) 2O2O/t026 and repealing

Regulation (EC) No. 1013/2006, and must include the rationale for the

classification,

(f) details of any rejected consignments,

(g) details of any approved waste mixing,
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1.'J..13

1.1..1"4

11.15

tt.L6

(h) the tonnage and LoW Code for the waste materials recovered or

disposed on-site, and

(¡) any other records as specified by the Agency.

L7.I2.3 These records must be available to the Agency for inspection at all reasonable times.

The licensee must submit reports, plans, programmes, notifications, and submissions, required by

the conditions of th¡s licence electronically, or as otherwise required by the Agency.

All reports, plans, programmes, notifications, and submissions must be certified accurate and

representative by the installation manager or a nominated, suitably qualified, and experienced

deputy.

For each combustion plant at the installation:

11.15.1 The licensee must report the total annual emissions of CO, SOz, NOx, and dust annually as

part of the AER.

LL.75.2 Where continuous monitoring is used, the licensee must add up separately for each

substance and mass emitted each day on the basis of the volumetric flow rates for waste

gases.

11.15.3 Where continuous monitoring is not in use, estimates of the total annual emissions must be

determined by the operator on a basis acceptable to the Agency.

7L15.4 The licensee must report the total annual amount of energy input in natural gas, diesel and

HVO, related to the net calorific value, annually as part of the AER.

11.15.5 The licensee must maintain a record, for inspection by the Agency, of operated hours when

operating on natural gas, diesel and HVO.

11. L5.6 The licensee must ma intain a record, for inspection by the Agency, of a ll sta rt-u ps a nd shut-

downs and of all operated hours.

1I.15.7 The licensee must ma¡ntain a record, for inspection by the Agency, of the load of the plant

when in operation, expressed as a percentage.

11.15.8 The licensee must maintain a record, for inspection by the Agency, of the total net amount

of electricity generated by each individual combustion plant.

A full record must be maintained by the licensee on matters relating to the back-up generators. This

record must as a minimum contain details of the follow¡ng:

L7.76.L Back-u p generator ope ratio n other tha n testing/ma intena nce:

(a) date and time of the generator runs,

(b) run load per generator (percentage),

(c) the type and quantities of fuel used in the plant, and

(d) duration of run (minutes).
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It.L6.2 Back-u p generator ope ration for testi ng/ma intena nce :

(a) date and time of the generator runs,

(b) run load per generator (percentage),

(c) the type and quantities of fuel used in the plant, and

(d) duration of run (minutes)
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Condition 12. Financial Charges and Provision

1-2.1 Agency charges

12.1.1

L2.1..2

72.L.3

12.L.4

The licensee must pay to the Agency an annual contribution of €14,983, or such sum as the

Agency from time to time determines, having regard to variations in the extent of
reporting, auditing, inspection, sampling and analysis or other functions carried out by the

Agency, as the Agency considers necessary, for the performance of ¡ts functions under the

Environmental Protection Agency Act 1992 as amended.

Payment of the annual contribution in Condition 12.L.1 of this licence, must be made

within one month of the date upon which demanded by the Agency.

The first payment will be a pro-rata amount for the period from the date of
commencement of the activity to 31 December and must be paid to the Agency within one

month of the date upon which demanded by the Agency.

ln the event that the frequency or extent of monitoring or other functions carried out by

the Agency needs to be increased, the licensee must contribute such sums as determined

by the Agency to defray its costs in regard to items not covered by the said annual

contribution.

72.2 The licensee must pay to Uisce Éireann such sum as may be determined from time to time, having

regard to the variations in the cost of providing drainage and the variation in effluent reception,

treatment, monitoring, sampling and analysis costs. Payment must be made on demand from Uisce

É¡reann.

12.3 Environmentalliabilities

\2.3.1 The Agency may amend this licence in accordance with sect¡on 96 of the Environmental

Protection Agency Act L992 as amended to require, or not require as the case may be, the

putting in place of a financial provision to address liabilities for CRAMP and/or ELRA.

Reason: To provide for ødequate financing lor monitoríng ønd finonciol provisions lor
meosures to protect the environment and to provide for the requirements ol the
Iiisce Éireann Ín øccordance with section ggE oÍ the EPA Act 7992 os amended.
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SCHEDULE A: Limitations

The limitations set out below are subject to the other conditions of this licence, in particular the requirement

under Condition 7.3.1of this licence.

A.7 Turbine operotion, other thon testing and/or maintenance.

t. Any 6 no. of the 8 no. CCGT gas turbines (42-3 - A2-10) can operate together, in normal operation, on

natural gas, in combined cycle mode, for 8,760 hours annually.

2. The 8 no. CCGT gas turbines (42-3 - A2-10) must not operate on natural gas, in open cycle mode, for more

than 500 hours annually.

3. The 10 no. gas turbines (A2-t- A2-10) must not operate for more than 24 hours annually, in open cycle

mode, using diesel or HVO.

A.2 Generator operation, other than testing and/or mointenonce.

1. Each of the 21 no. back-up generators (43-1 - A3-18 and A3-2I - A3-23) must not operate for more than

100 hours per year, excluding test¡ng and maintenance.

A.3 Generator operation for testing ond/or mointenance.

1. Back-up generator testing (43-1 - A3-18 and A3-27 - A3-23) is limited to no more than 1-0% load, for a

maximum of 10 minutes per week. Back-up generators must be tested at no more than 80% load, for a

maximum of t hour, 4 times per year. Back-up generators must be tested one at a time, sequentially.

2. Testingoftheblackstartgenerators(43-24-43-29) isrestrictedtoonceperweek,atTOO%load,forlhour,

on an individual basis.
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SCHEDULE B: Emission Limits and Monitoring

8.1 Emissions to Air

Table 8.7-7

Emission point reference nos.: A2-1 to A2-10 (Gas turbines operating on natural gas)

Location (Grid reference) : A2-1(OCGr)

A2-2 (OCGr)

A2-3 (CCGr)

A2-4 (CCGT)

A2-s (CCGT)

A2-6 (CCGT)

A2-7 (CCGT)

A2-8 (CCGT)

A2-e (CCGT)

A2-10 (CCGr)

707604,732354

707603,732360

707594,732688

707594,732374

707593,732384

707592,73290t

707597,732399

70759L,732405

707590,7324L4

707589,732420

Volume to be emitted Maximum in any one day (42-1 - A2-7ll 6,480,000 m3

Maximum rate per hour (42-1 - A2-71: 270,00O m3

Maximum in any one day (42-8 - A2-10) 6,432,000 m3

Maximum rate per hour (A2-8 - A2-10): 268,000 m3

Minimum discharge height l-5 m above ground (A2-7, A2-2)

29 m above ground (42-3 to A2-10)

Parameter Emission Limit Value
Note 1

Monitoring
Frequency

Analysis
Method/Technique

Nitrogen oxides (as NOz) 18.5 mg/m3 Cont¡nuous Not"2 EN Standard Method

Carbon monoxide (CO) Continuous Not"2 EN Standard Method

Flow Continuous Not"2 EN Standard Method

Note 1

Note 2

This emission limit value is only applicable above 7Q%load.

Monitoring at A2-7 and A2-2 must be carried out annually.

Table 8.L-2

Emission point reference nos.: A2-1to A2-L0 (Gas turbines operating on diesel or HVO)

location (Grid reference): A2-1(OCGr)

A2-2 (OCGr)

A2-3 (CCGr)

A2-4 (CCGr)

A2-s (CCGr)

A2-6 (CCGr)

A2-7 (CCGr)

A2-8 (CCGr)

A2-e (CCGT)

A2-10 (CCGT)

707604,732354

707603,732360

707594,732688

707594,732374

707593,732384

707592,732901

70759'J_,732399

70759L,732405

707590,73241,4

707589,732420

Volume to be emitted: Maximum in any one day (42-1 - A2-7) 6,480,000 m3

Maximum rate per hour (42-1 - A2-7) 270,000 m3

Maximum in any one day (42-8 - A2-L0): 6,432,000 m3
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Maximum rate per hour (42-8 - A2-10) 268,000 m3

Minimum discharge height 15 m above ground (A2-!, A2-2)

29 m above ground (42-3 to A2-10)

Parameter Emission Limit Value
Note 1

Monitoring
Frequency

Analysis
Method/Technique

Nitrogen oxides (as NOz) 75 mg/m3 Continuous Not" 2 EN Standard Method

Oxides of sulphur (SOz) 120 mg/m3Not"3 Annual EN Standard Method

Carbon monoxide (CO) Cont¡nuous Not" 2 EN Standard Method

Dust 10 mg/m3 Not"3 Annual EN Standard Method

Flow Cont¡nuous Not" 2 EN Standard Method

Note 1: These emission limit values are only applicable above 70% load.

Note 2: Monitoring at A2-1 and A2-2 must be carried out annually.

Note 3: This ELV only applies when the turbines are using HVO as a fuel.

Table 8.1-3

Emission point reference nos.: A3-1 to A3-18, A3-2L to A3-23 (Back-up generators ope rating on diesel or HVO)

Location (Grid reference): A3-1to A3-2 (lCT1)

A3-3 to A3-4 (lCT 1)

A3-5 to A3-6 (lCT 1)

A3-7 to A3-8 (lCT 1)

A3-9 to A3-10 (|fi 1)

A3-11to A3-12 (lCT 1)

A3-13 to A3-14 (lCT 1)

A3-15 to A3-16 (lCT 1)

A3-17 to A3-18 (lcT 1)

A3-21(rCT4)

A3-22 (tCT 4)

A3-23 (rCT 4)

707749,732273

707777,732269

707780,732265

707782,73226t

707785,732257

707787,732253

707790,732249

707793,732246

707795,732242

707641,732232

707641,732237

707641,732250

Volume to be emitted: Maximum in any one day: 638,064 m3

Maximum rate per hour: 26,586 m3

Minimum discharge height 25 m above ground (43-1 to A3-18)

l-5 m above ground (A3-2L to A3-23)

Parameter Emission Limit
Value

Monitoring Frequency Analysis
Method/Technique

Nitrogen oxides (as

NOz)

At least once every three years or when

three times the perm¡tted maximum
annual operating hours have elapsed.

EN Standard
Method

Oxides of sulphur (SOz) At least once every three years or when

three times the permitted maximum
annual operating hours have elapsed

EN Standard
Method

Carbon monoxide (CO) At least once every three years or when

three times the permitted maximum
annual operating hours have elapsed.

EN Standard
Method

Dust At least once every three years or when

three times the permitted maximum
annual operating hours have elapsed.

EN Standard
Method
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Flow At least once every three years or when

three times the permitted maximum
annual operating hours have elapsed.

EN Standard
Method

Toble 8.1-4

8.2 Emissions to Sewer

Table 8.2-7

Emission point reference nos.: A3-24to A3-29 (Black start generators)

Location (Grid reference) : A3-24

A3-25

A3-26

A3-27

A3-28

A3-29

707604,732324

707604,732329

707603,732334

707603,732339

707589,732337

707584,732337

Volume to be emitted: Maximum in any one day 438,9!2 m3

Maximum rate per hour 18,288 m3

Minimum discharge height 4.97 m above ground

Parameter Emission Limit
Value

Monitoring Frequency Analysis
Method/Technique

Nitrogen oxides {as
NOz)

At least once every three years or when
three times the permitted maximum
annual operating hours have elapsed.

EN Standard
Method

Oxides of sulphur (5Oz) At least once every three years or when
three times the permitted maximum
annual operating hours have elapsed

EN Standard
Method

Carbon monoxide (CO) At least once every three years or when
three times the permitted maximum
annual operating hours have elapsed.

EN Standard
Method

Dust At least once every three years or when
three times the permitted maximum
annual operating hours have elapsed.

EN Standard
Method

Flow At least once every three years or when
three times the permitted maximum
annual operating hours have elapsed.

EN Standard
Method

Emission point reference no. SE1 (discharge point)

SE1-1 (monitoring point)

(707797 E,732185 N)

(707600.5 E, 732306.6 N)

Location: Clondalkin lndustrial Estate foul sewer

Volume to be emitted: Maximum in any one day: 646 m3

Maximum in any one hour: 27 m3

Parameter Emission Limit Value

Temperature 35'C (Max)

pH 6.0 - 10.0 pH Units

Daily Limit
mqll

Maximum load
kglday

Average load
kg/dav Not" 1

Monitoring
Frequency Not"2

Analysis
Method/Technique
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Flow Note3 Continuous On-line flow meter

Temperature Continuous
Online temperature
sensor with recorder

Continuous
pH electrode/ meter

& recorder

BOD 319 75 15 Monthly Standard method

coD 693 752 32 Monthly Standard method

Suspended solids 592 3s0 49 Monthly Standard method

Nitrates (as N) 10 6.5 Monthly Standard method

Ammonia (as N) 5 3.2 Monthly Standard method

Total phosphorus
(as P)

2 1.3 Monthly Standard method

chloride Not"4 8,578 673 Monthly Standard method

Sulphate 1,009 624 Monthly Standard method

Mineraloil 77 7 Monthly Standard method

Total hardness (as

CaCOe)
1,500 580 Monthly Standard method

Respirometry
As requested by

Uisce Éireann
Standard method

Toxicity
As requested by

Uisce Éireann
Standard method

Note 1:

Note 2:

Note 3:

Note 4:

Daily averages must be complied with on a quarterly basis.

The licensee must install a composite sampler within three months of date of grant of this licence. All samples thereafter must

be collected on a 24-hour flow proportional composite sampling basis.

Total effluent discharged over the 24-hour period in which the composite sample is collected must be recorded.

Average chloride concentration must not exceed 1,L00 mg/l per day, to be complied with on a biannually basis.

B.i Noise Emissions

8.3.7 Noise Emission Limits

Table 8.3-L

Note 1:

8.3.2 Noise Emission Monitoring

Table 8.3-2

During nighttime hours, there must be no clearly audible tonal component or impulsive component in the noise emission from

the activity at any noise-sensitive location.

Daytime dB LA',r

(30 minutes)
Evening time dB lnr¡

(30 minutes)
Nighttime dB L¡"q¡
(30 m¡nutesl Notel

55 50 45

Monitoring Point
Reference Nos.: Not"1

Location Frequency

N1:

N2:

N3:

307972,2326LL

307899,232043

307564,232435

Annual

Annual

Annual

Period Minimum Survey Duration
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Daytime A minimum of 3 sampling periods at each no¡se monitoring locat¡on Not" 2

Evening time A minimum of 1 sampling period at each noise monitoring location

Nighttime Not"3 A minimum of 2 sampling periods at each noise monitoring location.

Note 1:

Note 2:

Note 3:

And/or alternative monitoring location(s) approved by the Agency

Sa m pling period is the time period T stated as per Schedule 8.j.1 Noise Emissions Limits of th¡s licence. This a p plies to dayt¡me,

evening, and nighttime periods,

Nighttime measurements must be made between 2300 hrs and 0400 hrs, Sunday to Thursday, with 2300 hrs being the

preferred start time.

8.4 Storm Water Discharge Monitoring

Table 8.4-L

8.5 Ambient Monitoring

8.5.1 GroundwoterMonitoring

Toble 8.5-L

Note 1 The substances for monitoring shall be identified by the licensee by undertaking a risk-based assessment. The risk assessment,

sampling and monitoring shall be carried out in accordance w¡th any guidance published by the Agency. The licensee shall have

regard to the 'Classification of Hazardous and Non-Hazardous Substances in Groundwater' as published by the Agency.

Emission point reference no.
SW1 - discharge to Gallanstown Stream (707945 E, 732159 N)

SW1-1- mon¡tor¡ng location (707937 E, 732169 N)

Parameter Monitoring Frequency Analysis Method/Technique

pH Weekly Standard Method

Total organ¡c carbon (TOC) Weekly Standard Method

Conductivity Weekly Standard Method

Visual inspection Daily
Sample and examine for colour and

odour.

Location
Groundwater monitoring well location(s) to be

approved by the Agency.

Parameter Monitoring Frequency Analysis Method/Techniques

Relevant hazardous substances Note 1 Every five years Standard Method

Other parameters as may be required
by the Agency

As may be required by the
Agency

As may be required by the
AgencV
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8.5.2 Soil Monitoring

Table 8.5-2

Notel: Thesubstancesformonitoringshall beidentifiedbythelicenseebyundertakingarisk-basedassessment.Theriskassessment,

sampling and monitorlng shall be carried out in accordance with any guidance published by the Agency. The licensee shall have

regard to the 'Classification of Hazardous and Non-Hazardous Substances in Groundwater' as published by the Agency.

Soil monitoring location(s) to be approved by the
Agency.

Location

Standard MethodEvery 10 years

47



Envi ro n me nto I Prote ct io n Age ncy Licence Reg. No. P1113-02

SCHEDULE C: Control of Emissions

C.L Control of Emissions to Air

Table C.L-1

Notel: Thelicenseemustobtainappropriateaccesstostandbyand/orsparestoensuretheoperationoftheabatementsystem.
Note 2: Monitoring at A2-1 and A2-2 must be carried out annually.

Note 3: Measurement of water vapour content is not required, when the sample gas is dried before analysis.

C.2 Control of Emissions to Water

There must be no emissions to water of environmental significance.

C.3 Control of Emissions to Sewer

Table C.3-1-

Note 1: The licensee must obtain appropriate access to standby and / or spares to ensure the operation ofthe abatement system

Emission point reference nos.: Gas turbines (42-1to A2-L0)

Description of treatment Dry Low NOx combust¡on system

Control Parameter Monitoring Frequency Key Equipment Notel

Air / fuel ratio Continuous Dry Low NOx burner

Combustion efficiency Continuous
Advanced computer-based control system

to control combustion efficiency

Nitrogen oxides (as NOz) Continuous Note2 Continuous Emissions Monitoring System

Carbon monoxide (CO) Continuous Not"2 Continuous Emissions Monitoring System

Flow Cont¡nuous Not"2 Continuous Emissions Monitoring System

Oxygen, pressu re, tem perature,
water vapour Nott3 Cont¡nuous Not"2 Continuous Emissions Monitoring System

Emission point reference no.:
SE1(discharge point)
SE1-1 (monitoring point)

Control Parameter Monitoring Frequency Key Equipment Note 1

Flow Continuous On-line flowmeter with recorder

pH Continuous pH electrode/meter & recorder

Temperature Continuous On-line temperature sensor with recorder

Mineraloil Monthly Class ll full retention oil interceptor
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Sealed by the seal oftheAgency on this the 22"d day ofJune 2026.

PRESENT when the seal of the Agency

Was affixed hereto:

âaâ'- 4Ut,
*u..-o u*o(e¿r"rrln
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